
 

Sheet C.2 – Reference Note No. 25, Steel Reinforc Epoxy Coated 

 From: FOR REINFORCED PCC PANELS AS SHOWN ON PLAN SHEET L.9 (DIV 1 = 4062 

LBS).  ALSO FOR RETAINING WALL AND STAIRS, AS DETAILED IN THE B SHEETS,  25+50 

TO 26+00 LT  (DIV 2 = 273 LBS). 

 To: FOR REINFORCED PCC PANELS AS SHOWN ON PLAN SHEET L.9 (DIV 1 = 4062 

LBS).  ALSO FOR RETAINING WALL AND STAIRS, AS DETAILED IN THE V SHEETS,  25+50 

TO 26+00 LT  (DIV 2 = 273 LBS). 

 

Sheet C.3 – Reference Note No. 84, Fittings By Weight, Ductile Iron 

 From: POLYETHYLENE ENCASEMENT REQUIRED.  CONNECTIONS WITH EXISTING 

WATER MAIN SHALL BE MADE WITH FITTINGS. COUPLINGS MAY BE USED FOR THE 

CONNECTIONS WITH EXISTING, THE COUPLINGS SHALL HAVE DUCTILE IRON OR 

STAINLESS STEEL BODIES AND STAINLESS STEEL FASTENERS AND HARDWARE. 

CONNECTIONS WITH THE EXISTING WATER MAIN WILL BE PAID FOR BY THE POUND FOR 

THE APPROPRIATELY SIZED SLEEVE. NO ADDTIONAL WEIGHT WILL BE PAID FOR IF THE 

CONTRACTOR WISHES TO UTILIZE COUPLINGS.   

 To: POLYETHYLENE ENCASEMENT REQUIRED.  CONNECTIONS WITH EXISTING 

WATER MAIN SHALL BE MADE WITH FITTINGS. COUPLINGS MAY BE USED FOR THE 

CONNECTIONS WITH EXISTING, THE COUPLINGS SHALL HAVE DUCTILE IRON OR 

STAINLESS STEEL BODIES AND STAINLESS STEEL FASTENERS AND HARDWARE. 

CONNECTIONS WITH THE EXISTING WATER MAIN WILL BE PAID FOR BY THE POUND FOR 

THE APPROPRIATELY SIZED SLEEVE. NO ADDTIONAL WEIGHT WILL BE PAID FOR IF THE 

CONTRACTOR WISHES TO UTILIZE COUPLINGS.  BID QUANTITY INCLUDES AN ESTIMATE 

OF 51 MEGALUGS. 

 

Sheet C.4 – Reference Note No. 94, Ornamental Metal Railing 

 From: FURNISH AND INSTALL ORNAMENTAL METAL RAILING ASSOCIATED WITH 

STEPS/STAIRS (25+50 TO 26+00 LT) AS INDICATED IN DETAILS ON THE B SHEETS. 

MEASUREMENT WILL BE IN LINEAR FEET FOR ORNAMENTAL SAFETY RAIL, MEASURED 

ALONG THE TOP OF THE RAIL FROM END OF RAIL TO END OF RAIL. PAYMENT WILL BE 

AT THE UNIT PRICE PER LINEAR FOOT OF ORNAMENTAL SAFETY RAIL. PAYMENT SHALL 

INCLUDE ALL EQUIPMENT, MATERIALS, TOOLS AND LABOR NECESSARY TO INSTALL 

ORNAMENTAL SAFETY RAIL. 

 To: FURNISH AND INSTALL ORNAMENTAL METAL RAILING ASSOCIATED WITH 

STEPS/STAIRS (25+50 TO 26+00 LT) AS INDICATED IN DETAILS ON THE V SHEETS. 

MEASUREMENT WILL BE IN LINEAR FEET FOR ORNAMENTAL SAFETY RAIL, MEASURED 

ALONG THE TOP OF THE RAIL FROM END OF RAIL TO END OF RAIL. PAYMENT WILL BE 

AT THE UNIT PRICE PER LINEAR FOOT OF ORNAMENTAL SAFETY RAIL. PAYMENT SHALL 

INCLUDE ALL EQUIPMENT, MATERIALS, TOOLS AND LABOR NECESSARY TO INSTALL 

ORNAMENTAL SAFETY RAIL. 

 

Sheet C.7 – HMA Pavement Tabulation 

 Updated due to incorrect tabulations.   

 

Sheet C.13 – Sanitary or Storm Sewer Abandonment or Removal Tabulation 

 Updated due to incorrect tabulation. 

 

Sheet M.1 – Storm Sewer Tabulation 

 Total updated due to incorrect tabulation. 
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